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Maximum operating: (from pump) 
pressure 3,5 bar



Emergency  
manual operation 
Slit screw

Emergency manual operation 
(for use by qualified service personnel only)
This is used for checking the correct operation of the besgo. Manual  
operation will trigger backwashing without automatic control. To initiate  
manual backwashing, the slotted screw must be turned 90° clockwise  
in the «backwashing».

The slit screw must be placed in the «Filter» position after  
backwashing, otherwise the pool will be emptied.

Slit screw Slit screw 
«Filter» position «Backwash» position
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Compressor 
on site

Installation unit 3/8“, (1-4)  
on site, item no. 083710

or with air pressure
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Steuerung: 
Commande: 
Quadro di comando: 
Control: 
Cuadro de control: 
Sterowanie:

  

besgo VENTILE, ein Qualitäts-Produkt von Aqua Solar AG   


